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12 Jul 2012 

 

 

 

To All Interested Participants 

 

 

CORRIGENDUM FOR CALL FOR PROPOSAL TO DESIGN, BUILD, OWN 

AND OPERATE A CHILLED WATER PLANT (WITH OPTION FOR AN 

INTEGRATED POWER PLANT) IN DATA CENTRE PARK 

 

 

1. With reference to the Call for Proposal that was published on 5 June 2012, please 

note the following: 

 

(a) Replace Clause 1.8.5, Annex F (Design and Technical Specifications), with the 

following clauses.  

 

“The Developer is responsible to comply with the security and risk 

requirements from MHA. This would include TVRA study as well as other 

studies and measures arising from the TVRA study. 

 

As the proposed plant will be serving data centres which could house 

companies from different industries, the Developer should consult industry 

representatives on any requirements that are to be incorporated in the 

proposed plant.” 

 

(b) Drawing Number 2611239A-SLD-S2-001, Key Single Line Diagrams (2 sheets) 

mentioned in Page 3, Annex F (Design and Technical Specifications) are attached 

herein. 

 

(c) The attached ‘DCP Topo Plans’ shall supplement the information in the published CFP 

documents. 

 

(d) The attached ‘Responses to Public Queries on CFP’ shall supplement the information 

in the published CFP documents.    

 

 

2. Thank you. 


